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SINGLE BOILER APPLICATION

THREE LOAD SYSTEM

CAUTION: This drawing is a simple schematic guide to a successful installation. There may be many necessary components not shown here. We require that our boilers be
installed by licensed and experienced trades people who are familiar with the applicable local and national codes. It is necessary to carefully read and follow the installation
instructions that come with the boiler along with the application drawing that fits your system.
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REFERENCE DOCUMENTS:
IBC VFC 15-150 and VFC 45-225 Modulating gas boilers INSTALLATION
AND OPERATING INSTRUCTIONS (VFCM 15225 Manual V2.0 – May 2006)
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